PAD - PRECAST - CONCRETE - TRANSFORMER

500-2500 KVA MAXIMUM - 76" x 70" x 36"
MEETS NORTHEAST UTILITIES SPC P-015
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e ~23" NOTES:
Jr L ii ° = . S e, % 1. FINAL 28 DAY CONCRETE STRENGTH TO BE 5000 psi.
[ = =N = q" 2. FOUR 3/4 INCH COIL LOOP INSERTS (DAYTON F63) WITH AN INSERT LOCATOR
I t1" Lg" s 3" PLUG (DAYTON T21) FOR LIFTING THE PAD WITH A SWIVEL PLATE.
B B 3. MANUFACTURER'S IDENTIFICATION AND MONTH/YEAR WHEN MANUFACTURED SHALL BE
36" “ % LEGIBLY MARKED IN/ON CONCRETE IN THE TOP NEAR THE CENTER.
- t 4. CONCRETE AND CONCRETE DESIGN SHALL BE IN ACCORDANCE WITH ACI 318-1986.
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JOLLEY PRECAST, INC.
FILE: TRANSFORMER PAD P-015 860-774-9066
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